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This CMD is provided for information only 

This CMD provides:
ÅDetails of and an update to the July 16, 2021 Event Initial Report (EIR): Bruce A 

Unit 3 and Bruce B Unit 6 Hydrogen Equivalent Concentration in Pressure Tubes 
LicenceLimit Exceedance (CMD 21-M39) 

ÅCNSC staff assessments of the licensees responses to the requests made 
pursuant to Subsection 12(2) of the General Nuclear Safety and Control 
Regulations(GNSCR)

ÅNext steps following the review by the Commission of the Orders issued to Bruce 
Power and OPG
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Purpose
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BACKGROUND
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All references are publicly available
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Chronology of Event at Bruce A & B and 
Subsequent Actions

Discovery Heqissue reported 
by Bruce Power 
via REGDOC-3.1.1 Event Reports
July 5, 2021 (Unit 6) [1]
July 8, 2021 (Unit 3) [2]

CNSC letters sent to Bruce Power 
requesting additional information
July 8, 2021 (Unit 6) [3]
July 9, 2021 (Unit 3) [4]

GNSCR Subsection 12(2) 
requests sent to all NPP licensees 
July 13, 2021 [5, 6, 7] 

Orders issued 
to Bruce Power [8] July 26, 2021 
and to OPG [9] [10] July 27, 2021

GNSCR Subsection 12(2) responses 
received from all NPP licensees 
July 30, 2021 [16, 19, 21] 
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ÅPressure tube Hydrogen equivalent concentration (Heq) measurements in Unit 3 
and Unit 6 exceeded levels predicted by current Heqmodels; the Heqlimit in the 
licensing basis approved by the Commission is 120 ppm

o Unit 6 burnish mark measurement: Heq: 211 ppm 
Predicted value from the model: 100 ppm

o Unit 3 inspection campaign ongoing ςvalues to be submitted

o Elevated Heqlocalized to a region near the outlet end fitting in pressure tubes from 
both units

ÅThe root cause of the elevated Heqat these locations has not been determined

ÅSafe operating margins established in the licensing basis were not compromised

Å Licensees must demonstrate that pressure tubes remain fit for continued service
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Discovery Reported at Bruce Units 3 and 6
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ÅFor a description of the CANDU fuel channel configuration, please refer to CMD 21-M4

ÅThe region of elevated hydrogen equivalent concentration (Heqύ όάǊŜƎƛƻƴ ƻŦ ƛƴǘŜǊŜǎǘέύ 
identified in the Bruce Power Unit 3 and Unit 6 pressure tubes is located close to the 
outlet end fitting
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Region of Interest in Pressure Tubes

Length of pressure tube 
between end fittings: 

Approximately 
5500 mm

Region of interest 
extends less than 
75 mm from the 
outlet end fitting
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ÅFor a detailed description of factors that can impact pressure tube fitness for service 
please refer to CMD 21-M4

ÅElevated Heqcan lead to a reduction in fracture toughness
o aŀǘŜǊƛŀƭΩǎ ŀōƛƭƛǘȅ ǘƻ ǊŜǎƛǎǘ ŦŀƛƭǳǊŜ ƛŦ ŀ ŎǊŀŎƪ ƛǎ ǇǊŜǎŜƴǘ

ÅCurrently accepted fracture toughness model only validated for Hequp to 120 ppm, 
which constitutes the licensing basis
o Current fracture toughness model not validated for Heqabove 120 ppm

o If a flaw is present, the elevated Heqmay also increase the potential for crack initiation 
and growth from a flaw

Å Licensees must assess the impact of the elevated Heqon fitness for service 
assessments
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Potential Impact on Pressure Tube Fitness for Service
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Evaluation for Pressure Tube Cracking 

Flaw formation due to 
interaction with fuel bundle

Crack initiation from flaw

Crack grows through wall

Pressure tube fails

Degradation 
Process

Fitness for 
Service Program

Inspections for flaws

Models for crack initiation

Models for crack growth

Model for fracture toughness

Requires 
Knowledge 

of Heq?

No

Yes

Yes

Yes

Presence of 
flaws in the 
region of 
interest is 
one of the 
conditions 

for pressure 
tubes crack 
initiation
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Impact on Current Safety Margins
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Safe operation is not limited to 210,000 EFPH

Å Extended operation refers to operation beyond 210,000 equivalent full 
power hours (EFPH)

Å Safe operation is not limited to 210,000 EFPH
o intended to ensure that reactors were economical to build and operate 

o based on conservative estimates for pressure tube deformation rates

Å Safe operating life of pressure tubes based on design and fitness for 
service safety margins

Commission Meeting, September 3, 2021
CMD 21-M37

Extended Operation
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BRUCE A & B - EIR UPDATE
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ÅLicenceCondition 15.3 ǎǘŀǘŜǎΥ ά.ŜŦƻǊŜ ƘȅŘǊƻƎŜƴ ŜǉǳƛǾŀƭŜƴǘ 
concentrations exceed 120 ppm, the licensee shall demonstrate that 
pressure tube fracture toughness will be sufficient for safe operation 
ōŜȅƻƴŘ мнл ǇǇƳέΦ ¢ƘŜ LicenceConditions Handbook also states that 
ƭƛŎŜƴǎŜŜǎ άǎƘŀƭƭ ƻōǘŀƛƴ ŀǇǇǊƻǾŀƭ ƻŦ ǘƘŜ /ƻƳƳƛǎǎƛƻƴ ōŜŦƻǊŜ ƻǇŜǊŀǘƛƴƎ 
any pressure tube with a measured [Heqϐ ƎǊŜŀǘŜǊ ǘƘŀƴ мнл ǇǇƳΧέ 

ÅBruce A Unit 3 and Bruce B Unit 6 unknowingly operated outside of 
the licensing basis prior to shutdown since their measured Heqwas 
greater than 120 ppm. Both units currently in planned outages

ÅModeling predictions underestimated measured Heqvalues in 
Bruce Units 3 and 6 

Commission Meeting, September 3, 2021
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Status of Bruce Units 3 and 6 
(Units in planned outages)  

Unit 3
Å Bruce Power performed 

additional Heqscrape 
inspections on 26 
channels 

Å Flaws were not identified 
in the channels assessed 
as part of the outage 
inspection campaign 

Å Detailed assessment of 
inspection results will be 
submitted to CNSC staff

Unit 6 
has been in an extended 

Major Component 
Replacement outage since 
January 2020 and will have 
all pressure tubes replaced
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Bruce Power completed Technical Operability Evaluations for the operating units 
(Units 1, 2, 4, 5, 7, and 8) 

Bruce Power reported that Units 1 and 2 are unconditionally operable as their 
pressure tubes have been replaced and they have not operated long enough to 
generate elevated Heqin the pressure tubes 

Bruce Power asserted that pressure tubes in Units 4, 5, 7 and 8 are operable 

Since Heqcannot be measured during reactor operation, Bruce Power based their conclusion on an assessment of:

Å Inspection results performed to date

Å Lack of flaws observed in the region of interest that would lead to crack initiation

Å Material behaviourat full power operating temperatures

Å The concurrence between predictive and measured Heqvalues outside the region of interest where flaws are 
known to exist

Commission Meeting, September 3, 2021
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.ǊǳŎŜ tƻǿŜǊΩǎ {ǳōƳƛǎǎƛƻƴ 
Regarding Safe Continued Operation

Bruce Power 
performed additional 

evaluations to 
demonstrate that 

continued full power 
operation of these 

units is safe
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CNSC staff assessment of safe continued operation of Bruce A and B operating 
units (Units 1, 2, 4, 5, 7 and 8):

ÅUnits 1 and 2 are are currently unaffected by the findings of the discovery event, 
as their pressure tubes have been replaced and they have not operated long 
enough to generate elevated Heq

ÅElevated Heqwill not impact safe operation of pressure tubes unless flaws exist in 
that region of interest and likelihood of such a flaw is considered low in Units 4, 5, 
7, and 8

ÅCNSC staff conclude that short, medium and longer-term actions should be 
undertaken by Licensees to account for the elevated Heqdiscovery event

Commission Meeting, September 3, 2021
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CNSC Staff Assessment of Bruce A and B Safe 
Continued Operation
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GNSCR SUBSECTION 12(2) REQUESTS

Commission Meeting, 
September 3, 2021
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CNSC staff made the following requests to Bruce Power:

1. Analyze the impact of this information on the demonstration of pressure tube fitness for 
service

2. Conduct necessary tests and analysis to verify that operation of all reactors at Bruce Power 
remains within their licensing basis

3. Inform CNSC of any other measures taken in response to this information

4. Assess the impact of this information on the plan for Unit 3 restart post-A2131 outage

5. Analysis of the hydrogen uptake model validity, reflecting new information 

Commission Meeting, September 3, 2021
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GNSCR Subsection 12(2) Request Letter to 
Bruce Power
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The Bruce finding of elevated Heqhas raised concerns regarding uncertainty in Heq
modelling. This issue affects all NPP licensees since they all use similar models.

CNSC made the following requests to other NPP Licensees:

1. Confirm receipt of the information from Bruce Power related to this discovery

2. Analyze the impact of the information on the demonstration of pressure tube fitness for 
service

3. Conduct necessary tests and analysis to verify that operation of the reactor at [Licensee] 
Nuclear Generating Station[s] remains within its licensing basis

4. Inform CNSC of any other measures taken in response to this information

Commission Meeting, September 3, 2021
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GNSCR Subsection 12(2) Request Letters to 
OPG and NBP
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SUBSECTION 12(2) RESPONSES
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